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 Oil pressure sender fault / 

)  ( , 
 Overspeed/ ). 

.

Text . 

Charge failure + - -
Battery under voltage + - -
Battery over voltage + - -
Fail to stop* + - -
Auxiliary inputs + + þ

Low fuel level + - -
CAN ECU error  ECU + - -
kW overload + + þ

Earth fault + + þ

Negative Phase Sequence + + þ

Low oil pressure + + -
Engine high temperature + + -
Engine low temperature + - -
Overspeed + + -
Underspeed + + -
Generator over frequency + + -
Generator under frequency + + -
Generator  over voltage  + + -
Generator  under voltage + + -
ECU warning  ECU + - -

Text .

Generator high current + + þ

Fail to start - + -
Emergency stop - + -
Phase rotation - + -
Oil pressure sender open
circuit - + -

Loss of speed signal 
(magnetic pickup) - + -

, ,
Low oil pressure/
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 PIN 

. *
 Parameter

Contrast 53%
Language
LCD Page Timer 5 
Auto Scroll Delay 2 

Display/

Current Data and Time
Editor/ Alt Config Default Config

Oil Pressure Low Shutdown , 0-4  (1,03 )
Oil Pressure Low Pre Alarm ,  0-4  (1,17 )
Coolant Temperature Low Warning ,  80-140  (70 )
Coolant Temperature High Pre Alarm ,  80-140  (110 )
Coolant Temperature High Shutdown , 80-140  (120 )
Start Delay Timer 0-60  (5 )
Pre Heat Timer 0-60  (0 )
Crank Duration Timer 0-60   (10 )
Crank Rest Timer 0-60   (10 )

Safety on Delay 0-30  (10 )

Smoke Limiting (0 )
Smoke Limiting off (0 )
Warm up Timer 0-60  (0 )
Cooling Timer  0-60  (60 )
Engine Under Speed Shutdown Inactive/

Engine Under Speed Shutdown
, 0-6000

(1270)
Engine Under Speed Warning Inactive/

Engine Under Speed Warning
, 0-6000

(1350)
Engine Over Speed Warning Inactive/

Engine Over Speed Warning
, 0-6000

(1650)

Engine Over Speed Shutdown , 0-6000
(1710)

Engine Speed Overshoot Delay 0-10   (2 )

Over speed overshoot  %, 0-10 (0%)

Engine/

Fail to Stop Delay 0-30   (30 )

,  5 ,
.
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Battery Under Voltage Warning ctive/
Battery Under Voltage Warning Delay 0-10  (1 )
Battery Under Voltage 10
Charge Alternator Failure Warning ctive/
Charge Alternator Failure Warning ,  6V
Droop control Disable/
Droop control (Compatible engine ECUs only)

Generator Under Voltage Shutdown ,  50-360  ph-N, (184 )

Generator Under Voltage Pre Alarm , 50-360  ph-N, (196 )

Generator Over Voltage Pre Alarm , 50-360  ph-N (265 )

Generator Over Voltage Shutdown ,  50-360  ph-N (276 )
Generator Under Frequency Shutdown ,  0-75 , (40 )

Generator Under Frequency Pre Alarm , 0-75 , (42 )

Generator Over Frequency Pre Alarm , 0-75 , (55 )

Generator Over Frequency Shutdown ,  0-75 , (57 )
Full Load Rating (500A)

kW Overload Trip , (500 )

Delayed Over Current  Active/
Delayed Over Current  100-200%, (100%)
AC System , 4-
CT Primary , (600A)
CT Secondary , (5A)

Generator/

Generator Transient Delay  0-10  (0 )
Mains Under Voltage Trip ,  50-252 , (184 )
Mains Over Voltage Trip ,  (276 )
Mains Under Frequency Trip , 0-75 , (45 )
Mains Over Frequency Trip , 0-75 , (55 )
Mains Transient Delay  (2 )
Return Delay 0-60  (30 )

Mains/

Mains Transfer Time  (0.7 )
LCD Page Timer (5 )
Auto Scroll Delay (2c)
Start Delay Timer 0-60  (5 )
Pre Heat Timer 0-60  (0 )
Crank Duration Timer 0-60  (10 )
Crank Rest Timer 0-60  (10 )

Safety On Delay 0-30  (10 )

Smoke Limiting (0c)
Smoke Limiting Off (0c)
Warm Up Timer 0-60  (0 )
Cool Down Timer  0-60  (60 )

Speed Overshoot Delay 0-10   (2 )

Fail To Stop Delay 0-30   (30 )

Battery Voltage Low Warning Delay (1 )

Battery Voltage High Warning Delay (1 )

Generator Transient Delay (0 )

Mains Transient Delay  0-60  (2 )
Return Delay 30

Timers/

Mains Transfer Time  0.7c

* , .
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305-82  ( )  ( )  ( )
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, 0 , -10 -35 -55

, 0 , -5 -25 -
, 0  0   -20  -45

 200 , 2 3,0-6,0 1,8-5,0 1,5-4,0
 2000 , 3, 860 840 830

, 
. , 
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,  305-82
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2D STM 975-81 
- DIN 51603-81  ( )

3 JIS K 2204-83 
1D ASTM 975-81 

Special JIS K 2204-83  ( )
TYP A CAN-2-3,6-M-83 

Z50 PN 67/C-96048  ( ) TYP AA CAN-2-3,6-M-83 
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